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Abstract

This paper presents a real-time heliostat field sim-
ulator, based on a hybrid model, using Model-
ica as the modelling language. The development
of industrial dynamic simulators, in this work
for a central receiver solar thermal power plant:
CESA-I from CIEMAT-PSA, is mainly aimed as
a tool for the enhancement of advanced control
algorithms but it is also useful for training pur-
poses. The developed real-time heliostat field sim-
ulator is basically the union of the hybrid helio-
stat field model and a wrapped model which han-
dles the real-time simulation and communication
issues between the heliostat field simulator and
HelFiCo (Heliostat Field Control) software which
is in charge of manipulating and controlling the
heliostat field according to an automatic control
strategy. The real-time heliostat field simulator
provides a virtual system, with the same response
as the real plant.

Keywords: real-time simulation; hybrid mod-

elling; heliostat field; solar thermal power plant

1 Introduction

Design and development of dynamic models for
simulation and control system design purposes,
is gaining importance in solar thermal industrial
processes. An example is the deployment of ad-
vanced control systems that optimize the overall
performance of solar thermal power plants.

It is a fact nowadays that this task is a priority
research line [13] at CIEMAT National Spanish
Laboratories (Centro de Investigaciones Energéti-
cas, Medioambientales y Tecnológicas - Research
Centre for Energy, Environment and Technology),
public organization owned by the Spanish Min-
istry of Science and Innovation.

During the last years a big effort has been
devoted to the development of control systems
for solar thermal power plants,making an im-
portant part of the experiences directly against
the real plant. These real tests have increased
the resources needed for development. Neverthe-
less, some of these systems, are expensive, scarce
and present a costly experimentation time. This
fact has motivated the development of a dynamic
model for the CESA-I heliostat field plant, aimed
mainly as a tool for the enhancement of advanced
control algorithms. A preliminary research work
in this topic was published in [1].

Several softwares have been developed to calcu-
late the solar-flux density distribution on a central
receiver system [6] with the aim of optimizing the
components of the receiver, studying the optical
performance and improving the process. These
algorithms include geometry which depends on:
the sun vector, the heliostats and tower positions,
properties of the components (such as the reflec-
tivity of the mirrors), errors (such as wrong cant-
ing), shadows, atmospheric attenuation, etc.

This paper explains the heliostat dynamic as a
function of the messages received from a heliostat
field control, although a future goal in our working
is to include a simplified optical model to calculate
the flux distribution caused by a heliostat.

2 Goals

The main goal of this paper is to model and
develop a customizable real-time central receiver
thermal power plant simulator, which is adapted
to CESA-I test-bed facility requirements.

This development is mainly aimed as a tool for
the enhancement of advanced control algorithms
and also for training purposes. Design, testing and
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validation of new advanced control strategies in
real plants, is expensive, dangerous and requires a
long testing time. It is intended to weed out such
problems by an efficient, safe and reliable real-time
simulator.

Figure 1: Relationship between HelFiCo software,
the real-time heliostat field simulator and CESA-I
central receiver plant.

The real-time simulator has to provide a virtual
system, with the same behaviour and response as
the real plant (see Figure 1). The communication
between HelFiCo (Heliostat field control) software
and the real-time simulator has to be transparent
for the user of the heliostat field control software.

3 Central Receiver Solar

Thermal Power Plants

In this section an overview of the basic compo-
nents and operating procedures for a Central Re-
ceiver Solar Thermal Power Plant (CRSTPP) are
introduced. Figure 2 shows an explicative diagram
of a general CRSTPP.

The operation of this kind of plants is based on
the concentration of incoming solar energy using a
heliostat field that reflects the incident solar radi-
ation onto a (typically volumetric) receiver (theo-
retically onto an optical point in the 3-D space).
As the sun position changes during the day, each
heliostat of the field has to change its position in
real time according to the selected aiming point
on the receiver, as different aiming points can be
selected in order to achieve a uniform tempera-
ture distribution on the receiver [5]. The receiver
is located at the top of the tower (84m height in
CESA-I) and acts as an energy exchanger, receiv-

ing solar energy and transferring it to a thermo-
hydraulic circuit with air medium (see Figure 2).
The system is also composed of an energy storage
tank, an air/water-steam heat exchanger (evapo-
rator), blowers and valves. The combined action
of the blowers allows feeding either the storage
tank or the heat exchanger with hot air. The evap-
orator is formed of the primary circuit and a sec-
ondary one with sub-cooled inlet water and with
superheated steam outlet. A measurement of the
overall concentrated input radiation, a controlled
water pump and an outlet controlled valve define
the main boundary conditions for the system.

Figure 2: Schematic diagram of a central receiver
solar thermal power plant [13].

3.1 CESA-I test-bed facility

The modelling and simulation activities object of
this work are focused on the CESA-I facility, a cen-
tral receiver solar thermal power plant belonging
to CIEMAT, and located at the Plataforma So-
lar de Almería (PSA), South-East of Spain. This
test-bed plant can be seen in Figure 3, and it is
an experimental prototype for electricity genera-
tion among other research projects.

The CESA-I facility collects direct solar radia-
tion by means of a field of 300 heliostats (39.6-m2-
surface) distributed in a 330-x-250-m north field
into 16 rows. The heliostats (see Figure 4) have
a nominal reflectivity of 92%, the solar tracking
error on each axis is 1,2 mrad and the reflected
beam image quality is 3 mrad. North of the he-
liostat field there are two additional test zones for
new heliostat prototypes, one located 380 m from
the tower and the other 500 m away. The max-
imum thermal power delivered by the field onto
the receiver aperture is 7 MW. At a typical de-
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sign irradiance of 950 W/m2, a peak flux of 3.3
MW/m2 is obtained. In addition, the 99% of the
power is focused on a 4m-diameter circle, 90% in
a 2.8-m circle.

Figure 3: CESA-I facility (CIEMAT-PSA).

The 80-m-high concrete tower has a 100ton load
capacity. The tower is complete with a 5-ton-
capacity crane at the top and a freight elevator
that can handle up to 1000-kg loads. For those
tests that require electricity production, the facil-
ity has a 1.2 MW two-stage turbine in a Rankine
cycle designed to operate at 520 ÂoC 100 bar su-
perheated steam.

Figure 4: Heliostats from CESA-I facility.

4 Heliostat Field

Modelica Model

To take advantage of all the Modelica features, the
heliostat field simulator has been developed us-
ing this language. Modelica is a standard unified
modelling language [8] with many advantages for
modelling dynamic systems, because it is both, an
object-oriented and acausal language. The object-
oriented feature allows developing a set of reusable
objects which can be used in future developments
and the acausal feature allows describing the be-
haviour of dynamic systems using the differential
equation systems which describe them. Dynamic
behaviour and numerical aspects are taken into
account in Modelica, because it provides equation
sections and event modelling [4].

Moreover, Modelica has a library, StateGraph,
for modelling hierarchical state machines. The
StateGraph Modelica library offers features to de-
fine conveniently discrete events and reactive sys-
tems in Modelica models. Since Modelica is used
as an action language, a Modelica translator can
guarantee that a State-Graph has deterministic
behaviour. StateGraph models can be combined
with components of any other Modelica library
and can therefore be very easily used to control
a continuous plant [9].

A simple hybrid model of a single heliostat has
been developed combining the system dynamic
continuous variables with operation mode discrete
variables. This one-heliostat model may be briefly
explained as follows:

• Movement dynamic. The continuous vari-
ables of the system are the azimuth, a, and
elevation positions, e, which can be obtained
through movement equations using the angu-
lar velocities as known parameters (ωa, ωe).

da

dt
= ωa;

de

dt
= ωe

• Operation mode. Not only each single helio-
stat must achieve the desired reference posi-
tion defined by the control system software,
but also communication failures and timeouts
must be taken into account by the heliostat.
These characteristics have been included in a
state machine using the StateGraph library.

Five main operation modes are defined:
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– Waiting: The heliostat is waiting for an
input message. In this mode, the helio-
stat may be moving to a position.

– Request: The heliostat sends an output
message including position information.

– Reset: When the heliostat is in reset
mode, that updates its positions moving
to zero position for azimuth and eleva-
tion, moving firstly in the azimuth di-
rection. Once it get to zero-azimuth po-
sition, it begins moving in the elevation
axis. In this operation mode, the helio-
stat does not send any output message
until the reset time, Treset, is reached.

– Stow: If the heliostat does not receive an
input message during Timeout seconds,
it moves to stow (zero) position. In this
case, the movement is in the two axes at
the same time.

– Control: The heliostat moves to the po-
sition reference specified in the input
message.

– Request + Control: Request and Con-
trol modes at the same time.

– Request + Reset: Request and Reset
modes at the same time.
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Figure 5: The hybrid one-heliostat model

Figure 5 shows the one-heliostat model which
has the following features:

• The input signals are a collection of inte-
ger signals which represent the received bytes
from the heliostat field control software. No-
tice that these input signals are the same for
all the heliostats which belong to the same
heliostat row.

• These bytes are decoded to obtain the helio-
stat identifier (IH ) parameter (which iden-
tifies univocally each heliostat), the control
message (m) and the azimuth and elevation
references (ra, re).

• A state machine component (see Figure 6),
based on the StateGraph library, makes pos-
sible to know the angular velocities in both
axes (wa, we) which depend on the heliostat
state.
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Figure 6: The state machine diagram

• The azimuth and elevation positions (a, e) are
calculated with the movement dynamic using
the angular velocities provided by the state
machine component.
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Figure 7: Heliostat field model
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A heliostat row model is NRowi heliostat model
instantiations, being NRowi a parameter that de-
fines the number of heliostats in the i row. Notice
that the control system software sends input com-
mands to each one of the 16 rows, therefore the he-
liostat field simulator is composed of 16-heliostat-
row instantiations (see Figure 7).

4.1 Simulation results

In this section a simulation of 16-heliostat row
is explained. The inputs messages are shown in
Table 1. The heliostat identifiers (IH) are IH =
{1,2,3, ...,15,16}, just the heliostat which identi-
fier matches with the one included in the input
messages, must process it.

Table 1: Simulation results. Input messages.
Time (s) IH Message ra re
t0 = 0 10 Request+Reset 100 100
t1 = 82 10 Request+Reset 100 100
t2 = 162 10 Request 0 0
t3 = 242 10 Request 0 0
t4 = 322 10 Request 0 0
t5 = 402 3 Request+Control 100 100
t6 = 482 3 Request+Control 100 100

The output message (see Table 2) specifies the
heliostat identifier which has to respond to the re-
quest, including its current position, (a, e), and
a boolean, ref, that turns to 1 when the heliostat
achieves the desired reference. At the beginning
of the simulation, the heliostat 10 moves to zero
position because of the reset message. At time
t2 the heliostat has reached the zero value in az-
imuth and the output value in this direction is
reestablished. The same situation occurs at time
t3 with the elevation direction. The last two mes-
sages order the heliostat 3 to move to (100,100)
coordinates with a movement request. The out-
put heliostat message at time t5 shows that its
position is (0,0) whereas at time t6 is (100,100),
so the desired reference is reached.

The position of the two heliostats during the
simulation are shown in Figure 8 together with the
angular velocities in each direction. These angu-
lar velocities are parameters that can be changed
depending on the heliostat features. For this sim-
ulation the velocities were chosen to be ± 5 posi-
tions/s. On the other hand, the operation modes
for both heliostats are shown in Figure 9.

Table 2: Simulation results. Output messages.
Time IH a e ref
t0 10 600 600 0
t1 10 190 600 0
t2 10 0 394 0
t3 10 0 0 0
t4 10 0 0 0
t5 3 0 0 0
t6 3 100 100 1
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Figure 9: Simulation results. Operation modes.

5 Real-Time Heliostat

Field Simulator

The developed real-time heliostat field simula-
tor is mainly the union of the hybrid heliostat
field model and a wrapped model which handles
the real-time simulation and communication is-
sues. The heliostat field simulator is communi-
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cated with HelFiCo (Heliostat Field Control) soft-
ware, a heliostat field control software [7] which
is in charge of manipulating and controlling the
heliostat field according to an automatic control
strategy.

Figure 10: Heliostat field simulator and HelFiCo
software block diagram

The figure 10 shows a block diagram which
illustrates the concept previously explained and
shows the interconnection between the heliostat
field simulator and HelFiCo software.

5.1 Real-time and

Communication Model

The real-time and communication model wraps
the main model, the heliostat field model. This
wrapped model provides the following functional-
ity:

• Real-time simulation: Synchronize the simu-
lation time dynamically to real-time.

• Communication issues: Receive input com-
mands from the heliostat field control soft-
ware, decode input commands, encode out-
put data from the heliostat field model and
send output data to the real-time simulator.

5.1.1 Real-time Model

Real-time demands that the simulation time must
be shorter than the simulated time. Since this
condition is a fundamental requirement for models
to be used in real-time simulations, in some cases,
the complexity of the model must be reduced at
the expense of loosing quality.

In our case it was not necessary to reduce
the complexity of the heliostat field model, just
take into account some improvement in the model
to optimize the computational efficiency. These
improvement will be discussed in the subsection
5.1.2.

Modelica does not have synchronisation sup-
port, some Modelica IDEs have this kind of sup-
port but it is specific to the IDE tool, such as

Dymola [2]. Moreover the synchronisations sup-
port in Dymola has the drawback that simulation
speed is not limited if simulation time is behind
real world time, this can lead to undesirable be-
haviour of the simulation.

There is an open source real time option for Dy-
mola called JPAARealTime [3]. Since JPAAReal-
Time makes use of Windows libraries it can only
be run on Windows operating system. But it was
required a multi-platform library for future devel-
opment in different operating systems. For these
reasons a real-time library has been developed for
this task. The developed RTSS (Real-Time Sim-
ulationS) library allows real-time synchronisation
support.

The RTSS library samples the simulation time
at certain time instants and stops the current sim-
ulation until the simulation time reaches the real
time according to the computer’s time when the
simulation started. This concept is shown in Fig-
ure 11.

Figure 11: Real-time synchronisation concept

5.1.2 Communication Model

The communication model simulates the be-
haviour of the communication line between the
simulator and HelFiCo (Heliostat Field Control)
software, involving receive, send, encode and de-
code messages. Message decoding is the process
of translating the incoming binary message from
the heliostat field control software into the corre-
sponding input variables in the Modelica model.
On the other hand, message encoding is the re-
verse process.

The real communication channels between
HelFiCo software and CESA-I test-bed facility are
RS-485 and RS-232 wires. Each one of the 16 he-
liostat rows has a shared RS-485 wire, all of them
converge to a RS-485 to RS-232 interface con-
verter which is directly connected with the com-
puter where HelFico software is running.
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The communication line between both com-
puter programs is simulated by two FIFO (First
In, First Out) files in the operative system for each
heliostat row in the field, one for sending and the
other one for receiving. This FIFO files are share
by HelFico software and the real-time simulator,
but the operation mode is different in each one.
For each heliostat row, the HelFico software open
one FIFO file in writing mode (output line) and
the other one in reading mode (input line). In
the real-time simulator the operation mode of the
FIFO files is the opposite, this behaviour is illus-
trated in Figure 12.

FIFO files were chosen as the inter process com-
munication method for serveral reason. First of
all, the FIFO files behaviour is suitable for the
developed simulator. The simulator requires just
message passing, in order of arrival, as in a queue,
and this can be easily obtained using FIFO files,
moreover it is not needed synchronization, shared
memory or remote procedure calls. Another rea-
son is that the FIFO files behaviour is quite sim-
ilar to the RS-485 and RS-232 wires behaviour.
There are four main operations: open, send, re-
ceive and close. It is straightforward to develop an
abstract parent class which set the common inter-
face with these four main operations. Then, two
subclasses are more specialized versions, inherit
attributes and behaviours from the parent class,
and introduce their own behaviour. One of these
classes implements the FIFO files communication
and the other one controls the real communica-
tion channels. These two classes allow HelFiCo
software to switch between them to communicate
properly to the simulator or the real plant. New
subclasses can be developed for different kinds of
communication, the only requirement is to inherit
from the abstract parent class.

Figure 12: Communication model

5.1.3 Improving the real-time

simulator performance

• Coupling the real-time synchronisation with

the data interchange: One of the improve-
ments consists in setting the same sam-
ple time for the real-time synchronisation
task and the data interchange between the
real-time simulator and HelFiCo software.
This can avoid some sample instructions and
events, and improve the simulation speed due
to the fact that the simulation stops when a
sample instruction is processed and therefore,
improve the simulator performance.

• Separated simulation approach: This ap-
proach takes advantage of the multi-core pro-
cessors (e.g. dual-core and quad-core proces-
sors) allowing the simultaneous execution of
several processes. For that reason a separated
simulation, where the differential equation
system is divided in different parts, achieves a
simulation speed improvement in a multi-core
processor computer.

This approach can be used because the model
is dividable, so that one partial simulator is
only responsible for a part of the system. Fig-
ure 13 shows a separated simulator where
each partial simulator simulates just some he-
liostat rows of the field, in this case, there are
16 partial field simulators, each one simulates
one heliostat row and therefore uses just one
pair of FIFO files.

Figure 13: Separated simulator concept

Table 3 shows the CPU-Time for integration
in simulation for different approaches: the
traditional approach which is a complete he-
liostat field simulator (CS), 2 separated sim-
ulators (PS-2) and 4 separated simulators
(PS-4). The 60-seconds simulation is the
same for the 3 approaches and was carried
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Table 3: Simulation approaches and results
Approach CS PS-2 PS-4
Num. Processes 1 2 4
Rows per process 16 8 4
Num. Equations

114,904 57,452 28,726
per process
CPU-Time

37.40 s 21.20 s 18.22 s
for Integration

out in a computer with a dual-core proces-
sor. The speed improvement from CS to PS-2
approach it was expected, because PS-2 ap-
proach can take advantage of a dual-core pro-
cessor. But the PS-4 approach improves the
simulation speed even when just a dual-core
processor is used and this approach involves
more processor context changes. Therefore
this simulation speed improvement seems to
be because the numerical integration in these
simulation tests, do not scale properly with
the number of differential equations. The nu-
merical integrator, used in this simulations,
was LSODAR [10].

5.2 HelFiCo Software

HelFiCo (Heliostat Field Control) software be-
longs to Aunergy ThermoSolar S.R.L, a spin-off
from CIEMAT (www.aunergy.com). This soft-
ware is in charge of manipulating and controlling
each heliostat in the field according to an auto-
matic control strategy. The main features of this
software are the following ones:

• It is a generic software allowing different kind
of heliostats and even different central re-
ceiver solar thermal power plants.

• The software has two different subsystems, an
intuitive graphical user interface, see Figure
14, and the heliostat field control system.

• It is a scalable distributed software. This
feature allows that the software can be ex-
ecuted in several computers to achieve scal-
ability and robustness independently of the
number of heliostats in the field.

• The software allows different communication
methods with the heliostat field.

• The software can connect to both the real
plant and the simulated plant, and this pro-

cess is transparent for the HelFiCo software
user.

• It is a multi-platform software. The Adaptive
Communication Environment (ACE) [11] as
development framework and Qt [12] as user
interface framework have been used for the
development.

Figure 14: HelFiCo graphical user interface

6 Conclusions and Future Work

This paper explains a heliostat field real-time sim-
ulator of a central receiver solar thermal power
plant (CESA-I from CIEMAT-PSA) developed us-
ing Modelica language as the modelling tool. The
main goal of the developed model is providing a
virtual system, with the same response as the real
one, to test the control system software and to
reduce the costly real experiments over the real
plant. This paper also explains some techniques
to improve simulation efficiency.

Future works will include a detailed explana-
tion of dynamic heliostat models. Moreover, the
incident solar radiation reflections onto the re-
ceiver to obtain the temperature distribution, will
be implemented. The combination of the move-
ment dynamic, temperature distribution on the re-
ceiver, communication model and real-time simu-
lation will provide an efficient and practical tool to
test advanced control systems for aim-point track-
ing to optimize the overall performance of central
receiver solar thermal power plants.
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